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Abstract—Increasing penetration of converter-based genera-
tions in power system has led to new system challenges. Short
circuit power response from converter-based generations is dif-
ferent from that of traditional synchronous generators. Power
electronic converters can be designed for over-current only up
to 1.1-1.25 times of its nominal value. Low availability of short
circuit power can cause many challenges such as misoperation of
distance relays. The aim of this paper is to investigate the effect of
converter dominated systems on performance of distance relays.
Backup functionality of the distance relay is major concern as
miscoordination of backup relays in case of cascading faults
can lead to severe stress in system, which can develop into
blackout. In this paper, response of relays in traditional system
is compared with response of relays in low short-circuit-current
power systems. Impact of converter controls on fault current
response of converter-based generations is also investigated.
Index Terms—Converter control, distance relays, power system
protection, system modelling
I. INTRODUCTION
Increasing environmental concerns have led to decrease in
fossil fuel generated power in majority of electrical power
systems and in turn paved way for increase in power gen-
eration by Renewable Energy Sources (RES). According to
European Network Transmission System Operators for Elec-
tricity (ENTSO-E) report, RES will play preeminent role
with a forecasted increase in installed capacity of wind and
solar by 80% and 60% respectively by 2025 [1]. Such huge
penetration of RES will lead to replacement of synchronous
generators with RES which are mostly interfaced to the grid
through power electronic converters. To ensure safety of power
electronic components, converters are designed to generate
maximum current which is 1.1-1.25 times its rated current
[2], [3]. This implies that during fault, converter-based RES
can generate short circuit current, which is less than that
compared to synchronous generators. Therefore, Short Circuit
Power (SCP) will reduce in the system. One major impact
of decreasing SCP will be on the behaviour of protective
relays. One protective relay scheme – distance relaying –
measures voltage and current to determine electrical distance
from fault location. Thus, both voltage and current during fault
plays significant role in proper operation of distance relay. A
distance relay connected to a low SCP system may not have
enough current for its accurate operation. This is a threat posed
due to increase in RES penetration.
On the other hand, presence of power electronic converter
interface in modern day RES offers flexibility in control
of short circuit current. Since short circuit current mainly
depends on control action of converter, converter parameters
can be tuned as per desired short circuit response considering
converter capabilities. This gives a major advantage for RES.
Converter controls can be tuned for fast or slow reactive
current response, delayed response, balanced response in case
of unbalanced faults etc. Nevertheless SCP remains low in
system dominated by converter-based generations.
Multiple contingency events can cause transients, which can
be miscalculated by protective relays as backup zone faults and
cause erroneous tripping of transmission lines and equipments.
Therefore it is of particular interest to study cascading or
multiple faults on protective relay performance in low SCP
system with converter-based generations. Specially if multiple
outages cause disconnection of synchronous generator or a part
of system with synchronous generators. Such event will cause
SCP to reduce further as power support from synchronous
generator will reduce. Hence relay performance will depend
on SCP from RES only. This in turn implies that relay
performance will be dependent on converter controls of RES.
This provides motivation for this study where performance of
zone 2 distance relay is studied for different converter control
parameters in case of multiple faults in low SCP systems.
Effect of converter controlled generation on transmission
line protection have been studied in [4], [5], [6]. Li et. al. [4]
studied zone 1 protection performance of distance relay with
varying degrees of RES. Roy et. al. [5] studied the impact
of full converter based Type IV Wind Turbine Generator
(WTG) on various protection schemes for both balanced and
unbalanced faults. With the control strategy used in [5], it
is observed that low fault current and absence of negative
and zero sequence current during unbalanced faults affect
performance of protective relays. Investigation of transmission
line protection employing different protection schemes in a
system with converter controlled generation is done by Holder
et. al. [6]. Hooshyar et. al. [7] has shown that the impedance
seen by a relay on a line connected to WTG does not represent
true fault location during first few cycles of a balanced fault.
This can result in zone 1 tripping of relays for faults occurring
in zone 2.
He and Liu [8] describe the effect of Voltage Source
Converter (VSC) based HVDC control on zone 2 setting
of backup relays. For a certain system topology, the relay
under study may over estimate zone 2 fault as zone 3 fault
[8]. He et. al. [9] shows that when a fault occurs near
Point of Common Coupling (PCC), backup protection can
overestimate zone 2 fault. This can lead to miscoordination of
relay tripping, causing the fault to persist beyond its critical
clearing time, thereby leading to cascading events. Impact of
cascading or multiple faults on protective relay performance
in low SCP systems with converter-based generations still
remains unevaluated. This paper studies impact of cascading or
multiple faults on distance relay performance with converter-
based generations.
Short circuit current contribution of converter-based genera-
tion depends on reactive current output controlled by the VSC.
As total current output of converter is limited to 1.1-1.25 p.u.,
generations with converter interfaces have a low short circuit
current contribution. Li et. al. [4] studied the impact of various
converter parameters like current ramp rate, response delay,
output fault current level on zone 1 distance protection. He
and Liu [8] shows that impact of HVDC control on protective
relay schemes can prevent system instability.
ENTSO-E specifies grid codes to ensure safe and reliable
operation of power system, particularly during faults – one
such being the reactive current rise time requirement. Different
Transmission System Operators (TSO) across Europe have
different reactive current rise time requirements. Curzi et. al.
in [10] summarises fault ride through reactive current rise time
requirements of various European grid codes. Rise time varies
from 30 ms to 150 ms, while ENTSO-E recommends rise time
of 10 ms. The impact of varying reactive current rise time of
performance of distance relay is also studied in this paper.
Organisation of the paper is as follows: Section II describes
the system model used. WTG model used with Grid Side
Voltage Source Converter (GSVSC) control technique and grid
synchronisation method used here is described. In Section III,
results of different case studies are compared and analysed.
Section IV concludes the paper.
II. TYPE IV WIND TURBINE GENERATOR MODEL
Real Time Digital Simulator (RTDS) has been used in this
work to simulate real time Electromagnetic Transient (EMT)
simulations. For study of power system protection system, the
stator flux transients play an important role as these cause
transients in the short circuit currents. Thus EMT simulation
is required for protection studies [11].
A. System Configuration
A variable speed, Permanent Magnet Synchronous Gener-
ator (PMSG) based, Type IV WTG with full-scale converter
as described in [12] and [13] is used for studies in this paper.
Fig. 1 represents the schematic diagram of a PMSG based
Type IV WTG. The stator of the machine is connected to the
grid through back-to-back VSCs. In this model, a 2 MVA,
4 kV PMSG is connected to a 2 MW Wind Turbine (WT).
Fig. 1: Schematic diagram of permanent magnet synchronous
generator based wind turbine generator with back-to-back
voltage source converters
To transfer power from PMSG to grid, back to back 3 level
Neutral Point Clamped (NPC) VSCs are used. Both VSCs are
controlled using space vector control strategy as described in
[14], [15]. A shunt connected high pass filter is used to filter
the harmonics [13]. The chopper in DC link is used to dissipate
the surplus power that cannot be supplied to the grid.
The PMSG is modelled in synchronously rotating dq ref-
erence frame. Stator flux is aligned along d-axis and q-axis
leads it by 90 degrees. Main function of Machine Side VSC
(MSVSC) is to optimize rotor speed to harvest maximum en-
ergy from wind [13]. To attain this objective, MSVSC controls
stator current. The q-axis component of stator current main-
tains the power requirement of WT. The d-axis component
of stator current controls armature reaction flux to maintain
the reactive power at minimum (when output of machine is
<= 1 p.u.) [16]. It is assumed in the simulations that wind
speed remains constant during the time of simulation. Due
to complete decoupling of stator from the grid, short circuit
current contribution from WTG depends on control strategy
of GSVSC which is described in the following sub-section.
B. Grid Side Voltage Source Converter Control
GSVSC control is shown in Fig. 2. The function of GSVSC
Fig. 2: Grid side voltage source converter control
is to maintain DC-link and PCC voltage by controlling active
and reactive power flows respectively. Similar to MSVSC,
space vector control strategy is employed in GSVSC. This
enables independent control of active and reactive power
flow between grid and GSVSC. Description of parameters
are given in Table I. As shown in Fig. 2, grid current is
TABLE I: Parameters of GSVSC Control Scheme
Symbol Description
VDC Measured DC link voltage
VDCREF DC voltage reference
VPCC+ Measured positive sequence PCC voltage
VACREF PCC voltage reference
iabc Measured 3 phase grid current
θ+ Calculated positive sequence phase angle
IGD , IGQ Calculated d-axis and q-axis grid current
k1 phase shift compensation factor
k2 cross coupling coefficient (ωL)
KIDC , KPDC , KIAC , PI controller parameters
KPAC , KI , KP
IdLimitUp, IdLimitLow Calculated upper & lower limit of Id
IqLimitUp, IqLimitLow Calculated upper & lower limit of Iq
IDREF , IQREF Calculated Id & Iq reference
Vd, Vq d-axis & q-axis voltage
filtered and decomposed into d-axis and q-axis components.
The d-axis current is used to control DC-link voltage and the
q-axis current is used to control reactive power, hence the
PCC voltage [16]. The PI controller, PI1 is used to generate
reference Id current. This is then compared with measured
grid Id and the error is passed to PI3. Similarly PI2 is used
to generate reference Iq current, which is then compared with
measured grid Iq and the error is passed to PI4. D-axis and
q-axis voltage values are generated as described by Pena et.
al. in [16]. Limit of PI controller, PI1, is set according to 1.
Id =
√
Imax
2 − Iq2 (1)
where,
• Id = d-axis current
• Iq = q-axis current
• Imax = maximum current output of converter
Limits for output of PI controller, PI2, are set according
to reactive power requirements of the Danish grid code [17]
as illustrated in Fig. 3. Fig. 3 shows that if PCC voltage is
Fig. 3: Reactive current requirement during voltage dip
above 0.9 p.u., the Wind Power Plant (WPP) is not required to
generate any reactive current. When PCC voltage falls below
0.9 p.u., reactive current is generated according to the droop
characteristic specified in Fig. 3. Below 0.5 p.u., WPP is
required to generate reactive current which is equal to 100%
of its nominal current.
C. Grid Synchronisation
For desired operation of WTG during system faults, GSVSC
control needs information about grid voltage for proper syn-
chronisation with the grid. Performance of normal PLL under
unbalanced conditions and in presence of harmonics is not
satisfactory [18]. In power system, Synchronous Reference
Frame - PLL (SRF-PLL) is most commonly used for grid
synchronisation [18]. SRF-PLL transforms the grid voltage
into dq-reference frame. This gives dc value of the voltage,
which makes it easy to control [18]. SRF-PLL is a frequency
adaptive PLL designed to perform well under balanced con-
ditions without harmonics. When there is voltage unbalance
and distortions in the system, performance of SRF-PLL can be
improved by using Dual Second Order Generalized Integrator
- PLL (DSOGI-PLL). Fig. 4 shows the block diagram for
DSOGI-PLL. DSOGI-PLL uses frequency adaptive positive
Fig. 4: Block diagram of Dual Second Order Generalized
Integrator - PLL
sequence detection technique [19]. The positive sequence q-
axis voltage is then applied to the SRF-PLL.
III. SYSTEM STUDIES
To study the performance of distance relays in low SCP sys-
tems, the Type IV WTG with the GSVSC control methodology
and grid synchronisation technique as explained in Section II
is connected to the benchmark 9-bus system. The benchmark
9-bus system consists of 9 buses, 3 generators, 6 transmission
lines and 3 transformers [20]. To simulate future power system
with low SCR, low SCP, one of the synchronous generators is
replaced by WTG. Fig. 5 shows the single line diagram of the
modified 9-bus system. Four new buses – 10, 11, 12 and 13 –
are added in the modified 9-bus system. It can be seen from
Fig. 5, two parallel lines each 10 km long are added between
PCC and the grid such that the Short Circuit Ratio (SCR)
reduces to 2.165. As defined by “IEEE Guide for Planning DC
Links Terminating at AC Locations Having Low Short-Circuit
Capacities” [21], for ac/dc systems, if SCR lies between 2 and
3 the system can be classified as weak system. To simulate low
SCP system, transmission lines are added between the two
synchronous generators and the grid. Some capacitor banks
are also added to maintain bus voltages at nominal values.
Fig. 5: Modified 9-bus low short circuit power system
A. Fault Description and Relay Settings
Performance of distance relay for backup protection (zone
2 setting) is studied in this paper. For this purpose, a relay at
the bus 7 end of the Line 7-8 is considered. A three phase
bolted fault is simulated on Line 8-9, such that the fault is at
a distance of 10% from bus 8. It is assumed that the circuit
breaker at bus 8 is stuck and cannot clear the fault. Therefore
the relay at bus 7 acts as a backup protection. Zone 2 setting
of the relay is set as 120% of length of Line 7-8. Thus the
relay sees the fault in its zone 2 reach as it is within 120% of
the line length. The relay takes 20 ms to detect the fault. Being
zone 2 backup relay, it has coordination time of 300 ms. After
300 ms, since the fault is still not cleared, the relay sends trip
signal to the circuit breaker. The circuit breaker takes 50 ms
to trip. Hence total fault clearing time is measured as 370 ms.
B. Case Studies
Performance of distance relay in 9-bus benchmark system is
taken as base case. Impact of low SCP system on performance
of distance relay is analysed in terms of current and voltage
seen by relay, measured impedance and fault impedance locus.
Two scenarios are studied in this paper : (i) when there is
single three phase balanced fault at Line 8-9 and (ii) when
there are multiple outages in the system (it is assumed that
Gen 1 is disconnected from the system due to fault in Line
1-4, then the three phase fault at Line 8-9 occurs). Impact
of different reactive current rise time (varying from 20 ms to
100 ms) is also studied when there is a single fault in the
system. Data obtained from RTDS are plotted in MATLAB
for comparison and analysis.
C. Base Case : 9-bus benchmark system
The 9-bus benchmark system with 3 synchronous generators
is a high SCP system. When a fault occurs in the system, all
3 generators provide SCP and voltage support. Fig. 6 shows
the performance of distance relay in the 9-bus benchmark
system. Fig. 6a , Fig. 6b and Fig. 6c shows current, voltage
and measured impedance respectively, as seen by the relay
when a 3 phase fault occurs in Line 8-9. Fig. 6d shows fault
impedance locus. Measurements are taken on the secondary
(a) Current (b) Voltage
(c) Measured impedance (d) Fault impedance locus
Fig. 6: Distance relay performance for 9-bus benchmark
system
side of instrument transformers as seen by the relay. It can be
observed that the fault impedance locus enters zone 2 setting of
the relay and oscillates about a point close to zone 2 boundary
for 300 ms. Since the fault is still not cleared after 300 ms,
the relay at bus 7 acts as backup protection and trips; thereby
clearing the fault. The fault impedance in Fig. 6d lies entirely
in zone 2. As per the system configuration, there are two
infeeds of fault current. The drooping nature of current as
seen in Fig. 6a is due to the phase difference between two
current infeeds. Since the phase angle between two infeeds
vary during the fault, the resulting current through the relay
decreases.
D. Case : Single fault in modified 9-bus system
Fig. 7 shows distance relay performance for a fault in
modified 9-bus system. Current and voltage (RMS value) as
seen by the relay are shown in Fig. 7a and Fig. 7b. The
magnitude of the measured impedance is shown in Fig. 7c.
The fault impedance locus is shown in Fig. 7d. From Fig. 7a,
it can be observed that the current seen by the relay during
fault is greater than the pickup current setting of the relay.
The initial dip in impedance as seen in Fig. 7c is due to sag
in PCC voltage. But as PCC voltage recovers, the impedance
measured by the relay increases, remaining within its zone 2
reach. It can be observed from Fig. 7d, fault locus moves close
to zone 1 setting during first few cycles of fault initiation. Then
it moves towards the zone 2 boundary and remains along the
boundary until the relay trips after 300 ms. This characteristic
of the relay is because of the low SCP system where voltage
drop during fault is quite severe. It is to be noted from Fig. 7a,
current in the relay remains constant during the fault. As the
PLL in GSVSC is modelled as fast responding PLL which
track changes in grid side voltage accurately, during fault
the phase difference between two current infeeds to the relay
(a) Current (b) Voltage
(c) Measured impedance (d) Fault impedance locus
Fig. 7: Distance relay performance for single fault in modified
9-bus system
remains constant. Grid synchronisation in low SCP systems
is important as short circuit current in such system is less. If
current through relay decreases due to phase angle difference
of infeed currents, relay can fail to operate due to insufficient
pickup current, particularly for zone 2 setting.
E. Case : Multiple faults in modified 9-bus system
Fig. 8 shows distance relay performance when there are
multiple outages in modified 9-bus system. Fig. 8a, Fig. 8b
(a) Current (b) Voltage
(c) Measured impedance (d) Fault impedance locus
Fig. 8: Distance relay performance for multiple faults in
modified 9-bus system
and Fig. 8c shows current, voltage and measured impedance,
respectively, as seen by relay. The fault impedance locus is
shown in Fig. 8d. When compared with the single fault in
modified 9-bus system, it can be observed that, current and
voltage seen by the relay in this case have reduced. Percentage
decrease in voltage is greater than percentage decrease in
current. Since the current is still greater than pickup current,
the relay trips. The measured impedance remains almost
constant. However, during first few cycles, dip in measured
impedance is larger in this case due larger voltage dip at PCC.
This causes the fault impedance locus to move closer towards
zone 1 reach of the relay as observed in Fig. 8d. This behaviour
may lead to false tripping of relay.
F. Case : Effect of varying reactive current rise time for single
fault in modified 9-bus system
Fig. 9a and Fig. 9b show reactive current and reactive
power response of WTG for reactive current rise time varying
(a) Reactive current (b) Reactive power
Fig. 9: Reactive current and reactive power output from wind
turbine generator for varying rise time
from 20 ms to 100 ms. Fig. 10 shows of PCC voltages for
different rise times. Low rise time depicts, lower voltage dip
Fig. 10: PCC voltage dip and voltage recovery time with
increase in rise time
at PCC as well as faster voltage recovery. When rise time is
high, reactive power support from WTG is slow; resulting in
increased voltage dip at PCC. Also it takes longer time for
the PCC voltage to recover. However the steady state value
remains same in all cases.
Fig. 11a, Fig. 11b, Fig. 11c show RMS current through
relay, relay secondary side voltage and measured impedance
respectively for different rise times. It can be observed that
the initial response varies according to varying rise time and
affect performance of distance relay. Low rise time causes
voltage at PCC to dip lower at the beginning of fault. This
can cause relay to estimate zone 2 fault as zone 1 fault and
(a) Current (b) Voltage
(c) Measured impedance
Fig. 11: Distance relay performance for different reactive
current rise time
lead to false tripping specially if the system is stressed as in
case of multiple faults. Therefore, faster reactive current rise
time is desired in future converter dominated systems.
IV. CONCLUSION
Distance relay performance is affected in low SCP system
with high penetration of converter-based generations partic-
ularly during stressed conditions when there are multiple
outages in the system. Due to increased voltage dip during
faults in low SCP systems, initial fault impedance estimated
by distance relay moves closer to zone 1 setting of relay even
for zone 2 faults particularly during multiple system outages,
when there is a lack of fast-contributed SCP. Short circuit
current contribution of converter-based generations depends
mainly on GSVSC. Hence GSVSC performance parameters
like reactive current rise time, affects the short circuit response
of converter-based generations. Fast reactive current rise time
is essentially required for reliable performance of distance
relays in low SCP system. GSVSC controller parameters
should be tuned for fast reactive current response. If the system
is already stressed due to unavailability of enough SCP, slow
reactive current rise time following a fault can cause relay to
trip falsely in zone 1 for zone 2 faults.
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